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All applications should be sent by e-mail to tsd@EnWin.com or faxed to (519) 251-7309. The application process is described below.

If you have any questions, please call our Technical Services Department at (519) 251-7303 during regular business hours (8:00 am to 3:55 pm, Monday to Friday).

______________________________________________________________________

Dear Applicant:

Re: Proposed Connection of Small and Mid-Sized Embedded Generation Projects

Thank you for your inquiry regarding the connection process for your embedded-generation project.

EnWin’s connection process is based on the prescribed steps outlined in the Ontario Energy Board’s (OEB) Distribution System Code (DSC) as well as any program specific components (e.g. Feed-in-Tariff Program) that may be outlined by the Ontario Power Authority (OPA).

It should be noted that the regulatory requirements for small (>10kW-1MW) and mid-sized (>1MW-10MW) projects are complex. The steps below only deal with those components relevant to EnWin. It remains the proponent’s responsibility to be familiar with the complete requirements as they pertain to the DSC, OPA programs, environmental approvals, financial plans, domestic content requirements, system impact plans (for Hydro One and the IESO), and other requirements. The process outlined below is subject to additional legislation, regulations, OEB direction and guidance, and criteria stipulated by the other authoritative bodies. 

In addition, the connection process may involve monies for studies, costs and completion benchmarks. The remittance and return of any monies will be handled in accordance with the relevant requirements, including any applicable program rules.

The following steps are outlined in the approximate chronological order in which they should occur.

Part 1: Preliminary Information 

Project proponents are encouraged to contact EnWin early and often regarding the details of their proposed project. At the very minimum, the project proponent must divulge the details as specified in section 6.2.9 of the DSC. EnWin will make available information and technical packages relevant to the connection of the proposed project.

Proponents should be aware that EnWin’s technical requirements mirror those of Hydro One.  A link to those requirements is set out at the end of this document.

Be advised that while the OPA has suggested that in-series connections are possible for FIT projects, Measurement Canada has ruled that in-series connections are not permitted. Accordingly, EnWin currently does not support in-series connections.

PART 2: Submitting your Request
Project proponents must submit a completed Embedded Generation Connection Application Form, a completed Connection Impact Assessment (CIA) Application Form and an executed CIA Study Agreement (documents enclosed).  There are also insurance and other documentation requirements.

Some CIA Application Form Considerations

· All proponents must meet the CIA pre-approval requirements set out in section 6.2.4.1(c) of the DSC (e.g. site control, proposed connection date within 3 or 5 years).

· All proponents must pay a CIA deposit, prior to the CIA being conducted, as well as provide the information outlined in section 6.2.11 of the DSC (e.g. single line diagrams of proposed connection, preliminary design of proposed connection interface protection, all necessary technical information for the completion of the CIA).

· Payment for the CIA deposit must be done by cheque in the amount of $25,000 (includes HST), to be submitted along with the CIA Application Form.

Insurance

· Small project proponents provide: 

· Proof of general liability insurance of at least $1 million and 

· Original signed copy of the EnWin indemnity agreement.

· Mid-sized project proponents provide: 

· Proof of general liability insurance of at least $2 million and 

· Original signed copy of the EnWin indemnity agreement.

· Host facility owners that are separate legal entities from the project proponent: 

· Provide proof of general liability insurance of at least $2 million 

· Original signed copy of the EnWin indemnity agreement, and

· Confirmation from their general liability insurance provider that the provider has been notified about the project.

Other Documentation

· OPA Contract and Project Reference Number, if available,
· A Building Permit (or letter of exemption) from the City of Windsor, and
· Other documentation as may be specified.
Part 3: Processing your request: 

The anticipated time-frame for EnWin to conduct and prepare the CIA is 60 or 90 days depending on a number of factors, including the size of the proposed project and the need for system upgrades or expansions to facilitate connection.

The CIA prepared by EnWin will contain information such as that set out in section 6.2.14 of the DSC.

A true-up for CIA related costs will be conducted after the CIA is completed. The proponent must pay for any costs incurred above the amount of the deposit.

Part 4: Making an Offer to Connect 

Conditional on a successful CIA, EnWin will normally make an offer to connect by forwarding a proposed Connection Cost Recovery Agreement (CCRA). This agreement will outline any work which EnWin and Hydro One may need to undertake to effect the connection and any work which the proponent must perform to effect the connection and the costs for such work. This might entail metering and other costs.

Some CCRA Considerations

· Small project proponents must sign the CCRA within 6 months of receiving it, or the allocated capacity will be withdrawn.

· EnWin will incur costs to prepare its cost estimate and the proponent will be responsible for any such costs.

· The proponent must pay for the costs agreed to in the CCRA, which may include the proponent’s own costs, EnWin’s costs and Hydro One’s costs.

· The proponent must provide proof of a valid OPA contract by this time or else pay EnWin $20,000 per MW of proposed capacity.

· If after 15 months of signing the CCRA, the proponent still does not have an OPA contract, the proponent will have to pay EnWin an additional $20,000 per MW of proposed capacity.

Part 5: Connecting the Project 

Once the project construction has been completed and the proponent has demonstrated it has received all necessary approvals (including ESA approvals), EnWin will normally provide the proponent with a proposed Connection Agreement.

Some Connection Considerations

· EnWin will normally connect the project within 60 or 180 days of receiving the signed Connection Agreement, in accordance with section 6.2.21 of the DSC.

· If the project is registered under the FIT program, EnWin will notify the OPA of the connection date.

Part 6: Account Rates and Charges
Each FIT project will be subject to applicable costs and billing charges.  All costs are based on cost-recovery principles established by EnWin’s regulator, the Ontario Energy Board.  All charges are directly established by the OEB.

Some Rates and Charges

· All projects will be subject to a onetime Account Set-up charge of $30 plus tax.

· All projects may be subject to additional rates and charges as allowed by the OEB. 

· Additional rates and charges may include a fixed service charge and usage charges based on the station service/load characteristics of the facility.

Part 7: Enclosures

The first set of documents to be completed by the proponent are the enclosed:

· Embedded Generation Connection Application, 

· Connection Impact Assessment Application (Form B),

· Proposed CIA Study Agreement and

· Indemnity Agreement.

As additional information, EnWin encloses:

· Drawings showing approved metering connections and

· A template Connection Agreement.  

The Connection Cost Recovery Agreement will be developed based on the CIA and therefore no template is provided at this time.

All applications should be sent by e-mail to tsd@EnWin.com or faxed to (519) 251-7309.

If you have any questions, please call our Technical Services Department at (519) 251-7303 during regular business hours (8:00 am to 3:55 pm, Monday to Friday).

Sincerely,

EnWin Utilities Ltd.

Enclosures
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EMBEDDED GENERATOR CONNECTION IMPACT ASSESSMENT (CIA) APPLICATION FORM (Form B)

FOR LDC

Rev. 2

Given below is the typical information required from Embedded Generators (EG) for the Connection Assessment and Connection Cost Estimate.  As each EG facility will be unique (generator size, characteristics, type, physical location, connection arrangement and point of connection to the system), additional information may be required.  EnWin shall inform the EG if additional information is needed, during the Connection Assessment phase.


Date: __________________



(yyyy / mm/ dd)


1. LDC Name:


EnWin Utilities Ltd.

Contact Person:

James F. Brown, P. Eng.







Mailing Address:
PO Box 1625, Stn. A

4545 Rhodes Drive

Windsor, ON, N9A 5T7


Telephone:


519-251-7300 x267


Fax:



519-251-7308

E-mail:



jbrown@enwin.com

2. Project Name: ________________________________________________________


3. Project Dates:
Proposed Start of Construction:
_____________ (yyyy / mm/ dd)

Proposed In-Service:


_____________ (yyyy / mm/ dd)

4. Project Size:
Number of Units



_____________






Rating of Each Unit



_____________ kW







Number of Phases (one or three)_____________







Proposed Total Capacity

_____________ kW


5. Project Location (City / Town / Township):


________________________________________________

________________________________________________


_______________________________________________


_______________________________________________


6. Project Developer:







Company / Person:
________________________________________________






Contact:


________________________________________________






Mailing Address:
________________________________________________


________________________________________________


________________________________________________






Telephone:


________________________________________________


Fax:



________________________________________________


E-mail:



________________________________________________


7. Project Owner (if not same as Project Developer):






Company / Person:
________________________________________________






Contact:


________________________________________________






Mailing Address:
________________________________________________











________________________________________________











________________________________________________






Telephone:


________________________________________________






Fax:



________________________________________________






E-mail:



________________________________________________


8. Engineering Consultant (Electrical)






Contact:


________________________________________________






Mailing Address:
________________________________________________











________________________________________________











________________________________________________






Telephone:


________________________________________________






Fax:



________________________________________________






E-mail:



________________________________________________


9. Project Type:


( Wind Turbine

( Hydraulic Turbine

( Steam Turbine
( Gas Turbine


( Diesel Engine

( Solar




( Fuel Cell


( Biomass


( Co-generation / CHP (Combined Heat and Power)


( Other, please specify________________________________________________


10. Mode of Operation:


( 24 hour or Base Load

( Peak Period Only

( Load Displacement


( Emergency Backup


Will Emergency Backup generator be synchronize to Hydro One system at any time



  ( Yes              ( No                 



( Other, please specify






11. Single Line Diagram (SLD):


Provide detailed and updated SLD of the EG facility including the interface point to the Hydro One’s transmission system. This drawing shall include, but not limited to:


· Electrical equipment at EG’s facilities, their principal ratings, impedances, winding configurations, neutral grounding methods etc.


· Protective relaying, synchronizing and revenue metering arrangements. The device numbers should be in accordance with those adopted in the ANSI / IEEE Standard C37.2 – 1979: IEEE Standard Electrical Power System Device Function Numbers.


The SLD shall include the following, as applicable: 


· Disconnecting device at the interface (connection) point with Hydro One system


· Load break switches


· Fuses


· Circuit breakers


· Interface step-up transformer


· Intermediate transformer(s)


· CTs and VTs (quantity, location, connection, ratio)


· Generators (rotating / static)


· Power factor correction capacitors and their switching arrangements (particularly for induction units)


· Motors 


· Power cables


· Surge arresters


· Any other relevant electrical equipment. 


· SLD Drawing Number: 






___________________, Rev._____




OFFICE USE ONLY


12. Feeder Details:


· Provide details of the distribution feeder to which the proposed EG facility is to be connected.


Feeder Name: 


Hydro One Transformer Station Name:




Feeder Conductor size and configuration (3 wire or 4 wire):  




Feeder Max Load (Ampere): 


Feeder Minimum Load (Ampere): 




[Note: Feeder maximum/minimum load is the recorded maximum/minimum load of the feeder for the last two years] 

Any other generator connected on the feeder:  (  Yes…..
(Provide details below) 
( No


Total number of Generator customers on the feeder (other than the proposed generator)

Number of units                          Total Capacity:   …..………..… kW         ……………….. kVA


13. Provide Impact Assessment of the EG facility up to Hydro One TS


14. Protection Philosophy:


· Provide a document describing the protection philosophy for detecting and clearing:


· Internal faults within the EG facility;


· External phase and ground faults (in LDC’s distribution system);


· Certain abnormal system conditions such as over / under voltage, over / under frequency, open phase(s);


· Islanding


Document Number:








___________________, Rev.______


· Include a tripping matrix or similar information in the document.


Note: EG shall install utility grade relays for the interface protection. The protection design    shall incorporate facilities for testing and calibrating the relays by secondary injection.


15. Connection and Operation Information


a.
Synchronizing and paralleling scheme / procedure

____________Doc. / Dwg. No.


b.
The generator is designed with auto-connection scheme
( Yes

( No


16. Generator Characteristics:


a.
Number of generating unit(s):




_________


b
Manufacturer / Type or Model No.




____________________ / __________


c. Rated capacity of each unit









Gross





_______kW

_______ kVA









Net






_______kW

_______ kVA


 If unit outputs are different, please fill in additional sheets to provide the information.


d.
Type of generating unit:


( Synchronous

( Induction

( Static Power Converters (SPC)


( Other, please specify






________________________________


e.
Rated frequency








____________
Hz 


f.
Number of phases








( one

( three


g.
For Synchronous Units:



i) 
Generation voltage







__________ kV



ii) 
Rated current








__________ A



iii)
Rated power factor of generating unit (s)


__________ p.u


iv) Type and characteristics of exciter



________________________________


__________________________________________________________________________


__________________________________________________________________________



v)
 Minimum power limit for stable operation

___________  kW



vi) Unsaturated reactances on: _________ kVA base,___________ kV base




Direct axis synchronous reactance, Xd    

____________ pu






Direct axis transient reactance, Xd’
      ____________ pu






Direct axis subtransient reactance, Xd’’

____________ pu






Negative sequence reactance, X2

____________ pu






Zero sequence reactance, X0

____________ pu




vii) Limits of range of reactive power


Lagging (over-excited)


_________ kVAR


Leading (under-excited)


_________ kVAR



viii) Provide a plot of generator capability curve



      (MW output vs MVAR)



      Document Number:


___________________, Rev.______



h. For Induction Units:



i) 
Generation voltage







___________ kV



ii)
Rated design power factor





___________ p.u



iii) Rated speed 
___________ RPM



iv) Slip regulation interval
___________ %



v) Rated slip
___________ %



vi) Actual power factor at delivery point (after p.f. correction):


- Full output









___________ p.u.


- No output









___________ p.u.



vii) Generator reactive power requirements:


- Full output


___________ kVAR


- No output



___________ kVAR



viii) Total power factor correction installed


___________ kVAR




- Number of regulating steps

___________




- Power factor correction switched per step

___________ kVAR




- Power factor correction capacitors are automatically



switched off when generator breaker opens

 ( Yes

( No



ix) Starting inrush current limited to





(multiple of full load current)

__________ p.u.

 



x)  Locked rotor current (at rated voltage) 


__________ p.u.



xi) Fault current vs time curves (for various types of



     faults near the generator)


__________ Dwg No


i.
For SPC / Inverter type units: 



i) Terminal voltage


__________ V



ii) Line - interactive type (i.e. intended for 


           parallel operation with electric utility)

( Yes
( No



iii) Power factor

___________


 
iv) Battery backup provided


( Yes
( No



v) Maximum fault current for terminal faults


__________ A



vi) Standards according to which built


__________



vii) Provide Manufacturer’s technical brochure 


            and specification sheet






__________ Doc. No


17. Interface Step-Up Transformer Characteristics:


a.
Transformer rating


___________ kVA


b.
Manufacturer


___________

c.
Nominal voltage of high voltage winding


___________ kV


d.
Lightning impulse level of high 



voltage winding, full wave


____________ kV


e.
Nominal voltage of low voltage winding

____________ kV


f.
Number of phases


____________


g.
Construction (core or shell)


____________ 


h.
Number of legs


____________


i. 
Impedances on: ___________ kVA base

____________ kV base





R: _________ p.u.




X: ________ p.u.


j.
High voltage winding connection


( delta 

( star



Grounding method of star connected high voltage winding neutral



( Solid




( Ungrounded



( Impedance: R_______X______ ohms



k.
Low voltage winding connection


( delta 

( star



Grounding method of star connected low voltage winding neutral



( Solid




( Ungrounded



( Impedance: R_______X______ ohms



l.
Tapping range, location 



and type of tap changer







_____________________


m. Expected tap settings


HV
______________ kV,        
LV  _________________ kV



Note: The term ‘High Voltage’ refers to the connection voltage to LDC’s distribution system and ‘Low Voltage’ refers to the generation or any other intermediate voltage.


18. Intermediate Transformer Characteristics (if applicable):


a.
Transformer rating


___________ kVA


b.
Manufacturer


___________

c.
Nominal voltage of high voltage winding


___________ kV


d.
Nominal voltage of low voltage winding

___________ kV


e.
High voltage winding connection


( delta 

( star



Grounding method of star connected high voltage winding neutral



( Solid




( Ungrounded



( Impedance: R_______X______ ohms



f.
Low voltage winding connection


( delta 

( star



Grounding method of star connected low voltage winding neutral



( Solid




( Ungrounded



( Impedance: R_______X______ ohms



g.
Impedances on ___________ kVA base

__________ kV base



R: _________ p.u.


X: ________ p.u.


h.
Tapping range, location



and type of tap changer







_______________________________


i. Expected tap settings



HV

______________ kV,        


LV  _________________ kV


Note: The term ‘High Voltage’ refers to the intermediate voltage that is input to the interface step-up transformer, and ‘Low Voltage’ refers to the generation voltage.


19. Load information


a. Maximum load of the facility







___________ kVA  __________ kW


b. Maximum load current (referred to the nominal voltage


at the connection point to Hydro One system)


___________ A


c. Maximum inrush current (referred to the nominal voltage


at the connection point to Hydro One system)


___________ A



20. Expected Monthly Generation, Consumption and Output From the EG Facility:


		Expected:

		 Total Generation


(a)

		Total Internal Consumption


(b)

		Total Output ( To Hydro One’s Transmission System )


(a-b)*



		

		kWh

		 Peak kW

		kWh

		Peak kW

		kWh

		Peak kW



		January

		

		

		

		

		

		



		February

		

		

		

		

		

		



		March

		

		

		

		

		

		



		April

		

		

		

		

		

		



		May

		

		

		

		

		

		



		June

		

		

		

		

		

		



		July

		

		

		

		

		

		



		August

		

		

		

		

		

		



		September

		

		

		

		

		

		



		October

		

		

		

		

		

		



		November

		

		

		

		

		

		



		December

		

		

		

		

		

		





*This value would be negative when the generators are not in operation or when the internal consumption exceeds generation.


21. Connection and Operation Information


a.
Synchronizing and paralleling scheme / procedure

____________Doc. / Dwg. No.


b.
The generator is designed with auto-connection scheme
( Yes

( No
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THIS CONNECTION IMPACT ASSESSMENT STUDY AGREEMENT  
made in duplicate, 
 
this __________ day of _____________, 20__, 
 
Between:  
 
EnWin Utilities Ltd. (“EnWin Utilities”) 
 
  -and- 
 
_________________________________ (the “Connection Applicant”) 
 
WHEREAS: 
 
A. The Connection Applicant proposes to establish a new or modify an existing 


connection to EnWin Utilities’ distribution system; 
B. The Connection Applicant has complied and will continue to comply with all 


relevant statutes, rules and regulations, including the Distribution System Code, 
and has tendered to EnWin Utilities the Deposit; and 


C. EnWin Utilities, as a condition for the consideration of a proposal to connect to its 
distribution system, requires a Connection Impact Assessment, and that the 
Connection Applicant execute this Agreement pursuant to which the Connection 
Applicant agrees to pay all costs and expenses incurred by EnWin Utilities to 
perform a Connection Impact Assessment on its facilities, including: 


 (1)  all internal costs incurred by EnWin Utilities, including overhead, as 
determined by EnWin Utilities based upon its usual practice in billing third 
parties for work performed by employees of EnWin Utilities; 


 (2)   all costs and expenses of the Transmitter as invoiced to EnWin Utilities; 
and 


 (3)  all costs and expenses related to external consultants retained by EnWin 
Utilities and invoiced to EnWin Utilities. 


 
NOW THEREFORE, in consideration of the mutual covenants set forth herein and 
of other good and valuable consideration, the receipt and adequacy of which is 
hereby acknowledged, the Parties agree as follows: 
 
ARTICLE 1- INTERPRETATION 
 
1.1  Definitions 
 
“Agreement” means this Agreement, including the Schedules to this Agreement, and 
the expressions “hereof”, “herein”, “hereto”, “hereunder”, “hereby” and similar 
expression refer to this Agreement and not to any particular section or other portion of 
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this Agreement. 
 
“Deposit” means the deposit required by EnWin Utilities against which the costs and 
expenses of the Connection Impact Assessment will be debited. 
 
“Party” means a party to this Agreement and “Parties” means every party. 
 
“Proposal” means the initial written request by the Connection Applicant to EnWin 
Utilities to assess the impact of a new or modified connection by the Connection 
Applicant to EnWin Utilities’ distribution system. 
 
“Connection Impact Assessment” means the study performed to determine the 
possible consequences and the necessary work to be performed in relation to the 
EnWin Utilities’ distribution system and the Transmitter’s facilities, which would arise 
from the acceptance of the Connection Applicant’s Proposal. 
 
“Transmitter” means Hydro One. 
 
1.2 Interpretation 
 
In this Agreement, unless the context otherwise requires: 
 
1.2.1  words importing the singular include the plural and vice versa; 
1.2.2 words importing a gender include both male and female; 
1.2.3  when italicized, other parts of speech and grammatical forms of a word or phrase 


defined in this Agreement have a corresponding meaning; 
1.2.4 the expression “person” includes a natural person, any company, partnership, 


trust, joint venture, association, corporation or other private or public body 
corporate, and any government agency or body politic or collegiate; 


1.2.5  a reference to a thing includes a part of that thing; 
1.2.6  a reference to an article, section, provision or schedule is to an article, section, 


provision or schedule of this Agreement; 
1.2.7 a reference to any statute, regulation, proclamation, Order in Council, ordinance, 


by-law, resolution, rule, order or directive, includes all statutes, regulations, 
proclamations, Orders in Council, ordinances, by-laws or resolutions, rules, 
orders, or directives varying, consolidating, re-enacting, extending or replacing it 
and a reference to a statute includes all regulations, proclamations, Orders in 
Council, rules and by-laws of a legislative nature issued under that statute; 


1.2.8  a reference to a person includes that person’s heirs, executors, administrators, 
successors and permitted assigns; 


1.2.9  a reference to sections of this Agreement or to the Distribution System Code 
separated by the word “to” (i.e. “sections 1.1 to 1.4") shall be a reference to 
sections inclusively; and 


1.2.10 the expression “including” means including without limitation, the expression 
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“includes” means includes without limitation and the expression “included” means 
included without limitation. 


 
1.3 Headings 
The division of this Agreement into articles and sections and the insertion of headings 
are for the convenience of reference only and shall not affect the interpretation of this 
Agreement, nor shall they be construed as indicating that all of the provisions of this 
Agreement relating to any particular topic are to be found in any particular article, 
section subsection, clause, provision, part or schedule. 
 
ARTICLE 2 DISTRIBUTION SYSTEM CODE 
2.1 Inconsistency 
 
In the event of any inconsistency between this Agreement and the Distribution System 
Code, the Distribution System Code shall prevail to the extent of the inconsistency. 
 
2.2 Compliance 
 
The Connection Applicant hereby agrees to be bound by and to comply with all 
provisions of the Distribution System Code to the extent that the rules therein are 
applicable to Connection Applicants.  Further, the Connection Applicant represents and 
warrants that the proposal(s) submitted by it to EnWin Utilities for the purpose of the 
Connection Impact Assessment comply with the Distribution System Code. 
 
ARTICLE 3 COSTS AND SCOPE OF THE CONNECTION IMPACT ASSESSMENT 
 
3.1 Receipt of Deposit 
 
The Connection Applicant shall pay the Deposit to EnWin Utilities on or before the 
execution of this Agreement. 
 
3.2 Liability for Costs and Expenses 
 
3.2.1  The Connection Applicant hereby irrevocably and unconditionally agrees to pay 


all costs and expenses related to the Connection Impact Assessment, as 
invoiced by EnWin Utilities. 


3.2.2 In the event that the Ontario Energy Board requires any analysis beyond the 
initial scope of work as described in Schedule 1 to this Agreement, the 
Connection Applicant hereby irrevocably and unconditionally agrees to pay all 
costs and expenses related to this further analysis, including the costs of any 
participation by EnWin in proceedings before the Ontario Energy Board. 


3.2.3 In the event that EnWin Utilities determines that further studies, analysis and/or 
documentation is required in respect to the Connection Impact Assessment 
beyond the initial scope of work as described in Schedule 1 to the is Agreement, 
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EnWin Utilities shall notify the Connection Applicant, prior to the preparation of 
such further study, analysis and/or documentation.  If the Connection Applicant 
does not give a notice of withdrawal as required by subsection 4.1.1, the 
Connection Applicant thereby irrevocably and unconditionally agrees to pay all 
costs and expenses related to the preparation of such further study, analysis 
and/or documentation. 


3.2.4 The costs and expenses incurred by EnWin Utilities for which the Connection 
Applicant is liable to pay EnWin Utilities as invoiced include: 


 (a)   all internal costs incurred by EnWin Utilities, including overhead as 
determined by EnWin Utilities based upon its usual practice in billing third 
parties for work performed by employees of EnWin Utilities; 


 (b)  all costs and expenses of the Transmitter as invoiced to EnWin Utilities; 
and 


 (c)  all costs and expenses related to external consultants retained by EnWin 
Utilities and invoiced to EnWin Utilities. 


3.2.5 In the event that the initial Proposal is modified or amended, the Connection 
Applicant hereby irrevocably agrees to pay, in addition to all costs and expenses 
in relation to the initial Proposal, all additional costs and expenses in relation to 
the modification or amendment to the initial Proposal.  


 
3.3 Payment of Invoices 
 
The Connection Applicant hereby agrees that it shall pay to EnWin Utilities all amounts 
owing under any invoice submitted to it by EnWin Utilities pursuant to this Agreement, 
not later that thirty (30) days after the date on which the said invoice is sent or delivered, 
and acknowledges and agrees that such amounts may, without prejudice to any other 
remedy available at law, be recovered from the Connection Applicant by EnWin Utilities. 
 
3.4 Refund of Deposit 
 
Where, upon Termination of this Agreement, EnWin Utilities determines that the 
aggregate amount invoiced or to be invoiced by EnWin Utilities, in connection with the 
Connection Impact Assessment, is less than the Deposit, EnWin Utilities shall refund, 
without payment of interest, to the Connection Applicant that amount exceeding that 
aggregate amount. 
 
3.5 No Stay of Payment Obligation 
 
The Connection Applicant hereby agrees that it shall pay to EnWin Utilities the amounts 
referred to in section 3.3, notwithstanding any dispute or dispute resolution process that 
may be initiated by the Connection Applicant in respect to this Agreement. 
 
3.6 Notice of Cost in Excess of Deposit 
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In the event that EnWin Utilities reasonably expects the costs and expenses referred to 
in this Agreement to exceed the amount of the Deposit, EnWin Utilities shall promptly 
notify the Connection Applicant of the amount by which it reasonably expects those 
costs and expenses to exceed the Deposit, and the Connection Applicant shall forthwith 
pay that excessive amount of EnWin Utilities as a further deposit. 
 
3.7 Scope of Connection Impact Assessment 
 
Annexed to this Agreement, as Schedule 1 is a description of the initial scope of the 
Connection Impact Assessment associated with the Connection Applicant’s Proposal. 
 
ARTICLE 4 TERMINATION 
 
4.1 Withdrawal 
 
The Connection Applicant may withdraw its Proposal, at any time, by giving written 
notice to EnWin Utilities, and this Agreement shall terminated upon receipt by EnWin 
Utilities of the said notice. 
 
4.2 Termination by Notice 
 
EnWin Utilities may terminate this Agreement by giving notice in writing to the 
Connection Applicant, where EnWin Utilities deems that the Connection Applicant or 
anyone acting on behalf of the Connection Applicant has or is likely to breach this 
Agreement, or where EnWin Utilities reasonably believes that the continuation of the 
Connection Impact Assessment has become impractical. 
 
4.3 Expenses and Costs 
 
In the event of withdrawal or termination, the Connection Applicant shall pay all 
previously invoiced amounts within ten (10) days of the date of withdrawal or 
termination, and all subsequently invoiced amounts for expenses and costs incurred 
prior or in relation to the withdrawal or termination, but not yet invoiced, within ten (10) 
days of the date of invoice.  The Connection Applicant acknowledges and agrees that 
its obligation to pay expenses and costs shall be in addition to any other remedies at 
law or equity which EnWin Utilities may have against the Connection Applicant with 
respect to the withdrawal by the Connection Applicant or the termination of this 
Agreement. 
 
4.4 Payment of Invoice 
 
The Connection Applicant hereby agrees that it shall pay to EnWin Utilities the amounts 
referred to in section 4.3 notwithstanding any dispute or dispute resolution process that 
may be initiated by the Connection Applicant in relation to this Agreement. 
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4.5 No Obligation to Remit Study or Other Documentation 
 
Upon withdrawal or termination by notice, EnWin Utilities shall not have any obligation 
to provide the Connection Applicant with any information or documentation pertaining to 
or comprising, in whole or in part, the Connection Impact Assessment associated with 
this Agreement, including any study or report relating thereto. 
 
4.6 Termination by Completion 
 
This Agreement shall terminate on the date on which EnWin Utilities delivers the final 
report of the results of the completed Connection Impact Assessment associated with 
this Agreement. 
 
4.7 Delivery of the Report 
 
The delivery by EnWin Utilities of the report to the Connection Applicant does not oblige 
EnWin Utilities to enter into any further agreements with the Connection Applicant, and 
shall not be construed as acceptance by EnWin Utilities of the Proposal, as modified or 
amended, by the Connection Applicant. 
 
4.8 Survival 
 
Following termination of this Agreement pursuant to sections 4.1, 4.2 or 4.6, these 
provisions shall survive such Termination:  
  
4.8.1 the obligation of the Connection Applicant to pay EnWin Utilities; 
4.8.2  section 4.7; 
4.8.3  the confidentiality provisions; 
4.8.4  section 4.6; and 
4.8.5  the liability and indemnity provisions 
 
ARTICLE 5 INFORMATION AND CONFIDENTIALITY 
 
5.1 Obligation to Provide Information 
 
The Connection Applicant hereby agrees to provide EnWin Utilities with such 
information and documentation as EnWin Utilities may reasonably request for the 
purposes of this Agreement within the time noted in the request or may otherwise be 
agreed by the Parties. 
 
5.2 Failure to Provide Information 
 
The Connection Applicant hereby acknowledges and agrees that the failure to provide 
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information pursuant to section 5.1 shall be deemed to constitute a withdrawal as set 
out in section 4.1. 
 
5.3 Disclosure of Information to Transmitter and External Consultants 
 
The Connection Applicant hereby agrees that EnWin Utilities may disclose to the 
Transmitter and/or External Consultants such information and documentation as may be 
reasonably necessary for the purposes of the Connection Impact Assessment. 
 
5.4 Ownership and Confidentiality 
 
The Connection Applicant acknowledges and agrees that all information and 
documentation, including any reports or studies, in whatever form or format, generated 
for the purposes of the Connection Impact Assessment are and shall remain the 
property of EnWin Utilities.  Further, the Connection Applicant acknowledges and 
agrees that it will not disclose any information or documentation, including any reports 
or studies, in whatever form or format, to any third party without the written authorization 
of EnWin Utilities.  Further, the Connection Applicant acknowledges and agrees that 
any unauthorized disclosure by the Connection Applicant, through an act or omission, or 
by acquiescence, is a breach of this Agreement and constitutes irreparable harm to 
EnWin Utilities for which EnWin Utilities is entitled, in addition to any other remedies in 
law or equity, to an immediate permanent injunction to restrain further breaches and 
that EnWin Utilities may apply for such injunction, without notice to the Connection 
Applicant. 
 
5.5 Publication 
 
The Connection Applicant hereby consents to the publication by EnWin Utilities of any 
report or study pertaining to the Connection Impact Assessment. 
 
ARTICLE 6 REPRESENTATIONS AND WARRANTIES 
 
6.1 Representations and Warranties of EnWin Utilities 
 
EnWin Utilities hereby represents and warrants as follows to the Connection Applicant, 
and acknowledges and confirms that the Connection Applicant is relying on such 
representations and warranties: 
 
6.1.1 that the execution, delivery and performance of this Agreement by it has been 


duly authorized by all necessary corporate and/or government action; and 
6.1.2 that this Agreement constitutes a legal and binding obligation on EnWin Utilities, 


enforceable against EnWin Utilities in accordance with its terms. 
 
6.2 Representations and Warranties of the Connection Applicant 
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The Connection Applicant hereby represents and warrants as follows to EnWin Utilities, 
and acknowledges and confirms that EnWin Utilities is relying on such representations 
and warranties: 
 
6.1.1 that the execution, delivery and performance of this Agreement by it has been 


duly authorized by all necessary corporate and/or government action;  
6.1.2 that this Agreement constitutes a legal and binding obligation on the Connection 


Applicant, enforceable against the Connection Applicant in accordance with its 
terms;  


6.1.3 that the Connection Applicant is the owner of the connection for which the 
Proposal has been made; and 


6.1.4 that any information or documentation, including the reports or studies, do not 
constitute representation to the Connection Applicant or any third party. 


 
ARTICLE 7  LIABILITIES AND INDEMNIFICATION 
 
7.1 Release of Liability 
The Connection Applicant hereby releases, remises and forever discharges EnWin 
Utilities of and from all actions, causes of action, suits, debts, dues, accounts, bonds, 
covenants, claims and demands whatsoever which the Connection Applicant now has 
or may hereafter have by reason of or in any way arising from this Agreement and its 
performance. 
 
7.2 Indemnification 
 
The Connection Applicant hereby agrees to indemnify and save harmless EnWin 
Utilities from any and all debts, liabilities or other obligations, however arising, in 
connection with this Agreement and its performance for which EnWin Utilities may 
become liable, forthwith upon written demand, together with all related costs, including 
legal fees and disbursements on a solicitor and client basis, interest and penalty 
charges. 
 
ARTICLE 8 MISCELLANEOUS 
 
8.1 Amendment 
 
No amendment of this Agreement shall be effective unless made in writing and signed 
by the Parties. 
 
8.2 Assignment 
 
The Connection Applicant may not assign or transfer, whether absolutely, by way of 
security or otherwise, all or any part of its rights or obligations under this Agreement 
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without the prior written consent of EnWin Utilities.  EnWin Utilities may assign or 
transfer, whether absolutely, by way of security or otherwise, all or any part of its rights 
or obligations under this Agreement on notice to the Connection Applicant. 
 
8.3 Successors and Assigns 
 
The Agreement shall inure to the benefit of, and be binding on, the Parties and their 
respective heirs, administrators, executors, successors and permitted assigns. 
 
8.4 Further Assurances 
 
Each Party shall promptly execute and deliver or cause to be executed and delivered all 
further documents in connection with this Agreement that the other Party may 
reasonably require for the purposes of giving effect to this Agreement. 
 
8.5 Waiver 
 
A waiver of any default, breach or non-compliance under this Agreement is not effective 
unless in writing and signed by the Party to be bound by the waiver.  No waiver will be 
inferred or implied by any failure to act or by the delay in acting by a Party in respect to 
any default, breach or non-observance or by anything done or omitted to be done by the 
other Party.  The waiver by a Party of any default, breach or non-compliance under this 
Agreement shall not operate as a waiver of that Party’s rights under this Agreement in 
respect of any continuing or subsequent default, breach or non-observance, whether of 
the same or any other nature. 
 
8.6 Severability 
 
Any provision of this Agreement that is found to be invalid or unenforceable by a court 
of competent jurisdiction shall, as to that geographic jurisdiction, be ineffective to the 
extent of the invalidity or unenforceability and shall be deemed severed from the 
remainder of this Agreement, all without affecting the validity or enforceability of the 
remaining provisions of this Agreement or affecting the validity or enforceability of such 
provision in any other jurisdiction. 
 
8.7 Notices 
 
Any notice, demand, consent or request or other communication required or permitted 
to be given or made under this Agreement shall be made in writing and sent to the 
representative of the Party at the address set out in Schedule 2. 
 
8.8 Governing Law 
 
This Agreement shall be governed by and construed in accordance with the laws of the 
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Province of Ontario and the applicable laws of Canada. 
 
8.9 Attornment 
 
The Parties hereby attorn to the exclusive jurisdiction of the courts of Ontario in any 
action or proceeding arising out of or relating to this Agreement or for the recognition 
and enforcement of any judgment.  This section shall not preclude the Parties from 
voluntarily agreeing to any method of alternative dispute resolution, and the Parties 
hereby agree to consider such methods prior to initiating any action or proceeding in the 
courts of Ontario. 
 
8.10 Counterparts 
 
This Agreement may be executed in any number of counterparts, each of which shall be 
deemed to be an original and all of which taken together shall be deemed to constitute 
one and the same instrument.  Counterparts may be executed either in original or faxed 
form and the Parties adopt any signatures received by receiving facsimile machine as 
original signature of the Parties. 
 
8.11 Force Majeure 
 
If either Party hereto is prevented from or delayed in performing any of its obligations 
hereunder by reason of a Force Majeure Event (including act of God, acts of a public 
enemy, wars, blockades, civil disturbances or any decree of a court or regulatory body 
of competent jurisdiction), the Party thereby prevented or delayed shall give notice of 
such event to the other party, and shall be excused from performance of the obligation 
during the currency of such event. 
 
8.12 No Partnership 
 
This Agreement does not and shall not be construed to create or establish a 
partnership, agency, joint venture or any other relationship between the parties hereto, 
nor constitute either party as an agent of the other. 
 
8.13 Entire Agreement 
 
This Agreement, the Schedules referred to herein, and any amendments made in 
accordance with section 8.1 contain the entire understanding of the parties hereto with 
regard to the subject matter contained herein and therein, and supersede all prior 
agreements or understandings between or among any of the parties hereto.  The 
parties acknowledge and agree that they are not relying on any representations made 
by the other party that are not contained herein. 
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IN WITNESS WHEREOF the Parties have, by their duly appointed and authorized 
representatives, executed this Agreement, on this ____day of ___________, 20__. 
 
 
 
 
For: The Connection Applicant 
 
 
By: __________________________ 
Name: 
Title: 
I have authority to bind the Corporation 
 
 
 
 
 
 
For: EnWin Utilities Ltd. 
 
 
By: __________________________ 
Name: John R. Wladarski 
Title: Vice President – Hydro Division 
I have authority to bind the Corporation 
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Schedule 1 – Scope of Work 
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FORM OF CONNECTION AGREEMENT FOR A SMALL EMBEDDED GENERATION 


FACILITY OR A MID-SIZED EMBEDDED GENERATION FACILITY 


This Connection Agreement is made this ___ day of ______________, _______. 


BETWEEN


________________________, (the “Distributor”) 


AND


____________________________, (the “Customer”)


(each a “Party” and collectively the “Parties”) 


RECITALS


WHEREAS the Distributor is the owner of the distribution system serving the service 
area described in electricity distribution licence number
_____________________________________ [insert licence number] (the “Licence”) 
issued by the Ontario Energy Board (the “Board”) (the "Distributor’s distribution 
system").


AND WHEREAS the Customer owns or operates an embedded generation facility that 
is located in the Distributor’s licensed service area (the "Facility"). 


AND WHEREAS the Customer has connected or wishes to connect its Facility to the 
Distributor’s distribution system and the Distributor has connected or has agreed to 
connect the Facility to the Distributor's distribution system. 


AND WHEREAS the Distributor has previously reviewed and accepted the Customer's 
application to connect and related materials that were submitted to the Distributor in 
accordance with the process set out in the Distribution System Code (the "Code") 
(altogether, the "Application") and the Distributor and the Customer have signed a 
connection cost agreement (both of which are attached to this Agreement as Schedule 
A).


AND WHEREAS in accordance with its Licence and the Code, the Distributor has 
agreed to offer, and the Customer has agreed to accept, distribution service in relation 
to the Facility. 


NOW THEREFORE in consideration of the foregoing, and of the mutual covenants, 
agreements, terms and conditions herein contained, the Parties, intending to be legally 
bound, hereby agree as follows:
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1. Definitions and Schedules


1.1 Words and phrases contained in this Agreement (whether capitalized or not) that 
are not defined in this Agreement have the meanings given to them in the 
Electricity Act, 1998, the Ontario Energy Board Act, 1998, any regulations made 
under either of those Acts, or the Code. 


1.2 The following schedules form part of this Agreement: 


 Schedule A – Application and Connection Cost Agreement (recitals) 


 Schedule B – Single Line Diagram, Connection Point and Location of Facilities 
(section 2.3) 


Schedule C – List of Other Contracts (section 3.4) 


Schedule D – Technical and Operating Requirements (section 4.1(d)) 


 Schedule E –  Billing and Settlement Procedures (section 5.3) 


 Schedule F – Contacts for Notice (section 12.1) 


Schedule G – Dispute Resolution (section 16.1) 


Schedule H – Provisions Applicable if Facility Financed by a Lender (sections 
19.3, 20.3 and 21.1) 


 Where a schedule is to be completed by the Parties, the Parties may not include 
in that schedule a provision that would be contrary to or inconsistent with the 
Code or the remainder of this Agreement. 


2. Type of Facility and Customer


2.1 The Facility has a name-plate rated capacity of: 


[Parties to check the applicable box below] 


  more than 10 kW and: 


(a) up to and including 500 kW, if the Facility is or will be connected to 
a less than 15 kV line; or 


(b) up to and including 1 MW, if the Facility is or will be connected to a 
15 kV or greater line 


(in which case the Facility is a “Small Embedded Generation Facility”) 


  10 MW or less and: 


(a)  more than 500 kW, if the Facility is or will be connected to a less 
than 15 kV line; or 
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(b) more than 1 MW, if the Facility is or will be connected to a 15 kV or 
greater line


(in which case the Facility is a “Mid-sized Embedded Generation Facility”) 


2.2 The Facility is or will be connected: 


[Parties to check the applicable box(es) below] 


  directly to the Distributor’s distribution system 


  on the load customer side of a connection point to the Distributor’s 
distribution system 


  the load customer is the same as the Customer 


  the load customer is:   ________________ 


2.3 Schedule B sets out the following: 


 (a) a single line diagram of the Facility; 
(b)  a list of the facilities of one Party that are on the property of the other 


Party; and 
 (c) a diagram of the metering installations applicable to the Facility. 


2.4 The Customer: 


[Parties to check the applicable box(es) below] 


  intends to:   


  sell output from the Facility to the Ontario Power Authority and has 
entered into an agreement with the Ontario Power Authority for that 
purpose


  deliver and sell output from the Facility to the Distributor


(in which case the Customer is an “Embedded Retail Generator”) 


  does not intend to sell any of the output of the Facility to the Ontario 
Power Authority or the Distributor


3. Incorporation of Code and Application of Conditions of Service and Other 


Contracts


3.1 The Code, as it may be amended from time to time, is hereby incorporated in its 
entirety by reference into, and forms part of, this Agreement.  Unless the context 
otherwise requires, all references to “this Agreement” include a reference to the 
Code.
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3.2 The Distributor hereby agrees to be bound by and at all times to comply with the 
Code, and the Customer acknowledges and agrees that the Distributor is bound 
at all times to comply with the Code in addition to complying with the provisions 
of this Agreement.


3.3 In addition to this Agreement, the relationship between the Distributor and the 
Customer will be governed by the Distributor’s Conditions of Service that are in 
effect at the relevant time.  In the event of a conflict or an inconsistency between 
a provision of this Agreement and a provision of the Distributor’s Conditions of 
Service, the provision of this Agreement shall govern.


3.4 The Distributor may require or may have already required the Customer to enter 
into one or more of the other contracts listed in Schedule C.  In the event of a 
conflict or an inconsistency between a provision of the Code or this Agreement 
and a provision of such other contract, the provision of the Code or this 
Agreement shall govern.


4. Facility Standards   


4.1 The Customer shall ensure that the Facility:


(a) meets all applicable requirements of the Electrical Safety Authority 
(“ESA”);


(b) conforms to all applicable industry standards including, but not limited to, 
those of the Canadian Standards Association (“CSA”), the Institute of 
Electrical and Electronic Engineers, the American National Standards 
Institute and the International Electrotechnical Commission;


(c) is installed, constructed, operated and maintained in accordance with this 
Agreement, the Distributor’s offer to connect, the requirements of the ESA, 
the connection cost agreement, all applicable reliability standards and 
good utility practice; and 


(d) meets the technical and operating requirements set out in Schedule D.
These requirements shall not exceed any technical or operating 
requirements set out in the Code unless the Customer agrees. 


5. Charges, Settlement and Billing


5.1 The Customer shall pay the Distributor such charges as may be approved by the 
Board in relation to the connection of, and the provision of distribution service to, 
the Facility.


5.2 The Customer agrees to the following in relation to settlement for the output of 
the Facility:


[Parties to check the applicable box below] 


  if the Customer is not an Embedded Retail Generator (see section 2.4)


the Distributor will not pay the Customer for any excess generation that 
results in a net delivery to the Distributor between meter reads and there 
will be no carryover of excess generation from one billing period to the 







   11 


next unless the Customer is at the relevant time a net metered generator


  if the Customer is an Embedded Retail Generator (see section 2.4)


the Distributor will settle all applicable payments and charges in 
accordance with the Retail Settlement Code 


5.3 Billing and settlement activities will be conducted in accordance with the 
procedures set out in Schedule E. 


6. Representations and Warranties 


6.1 The Customer represents and warrants to the Distributor as follows, and 
acknowledges that the Distributor is relying on such representations and 
warranties without independent inquiry in entering into this Agreement: 


(a) the Facility is fully and accurately described in the Application; 
(b) all information in the Application is true and correct; 
(c) the Facility is in compliance with all applicable technical requirements and 


laws;
(d) the Customer has been given warranty information and operation manuals 


for the Facility;
(e) the Customer has been adequately instructed in the operation and 


maintenance of the Facility and the Customer has developed and 
implemented an operation and maintenance plan based on those 
instructions;


(f) if the Customer is a corporation or other form of business entity, the 
Customer is duly incorporated, formed or registered (as applicable) under 
the laws of its jurisdiction of incorporation, formation or registration (as 
applicable);


(g) the Customer has all necessary power, authority and capacity to enter into 
this Agreement and to perform its obligations under this Agreement; 


(h) this Agreement constitutes a legal and binding obligation on the Customer, 
enforceable against the Customer in accordance with its terms;


(i) the Customer holds all permits, licences and other authorizations that may 
be necessary to enable it to own and operate the Facility; and 


(j) any individual signing this Agreement on behalf of the Customer has been 
duly authorized by the Customer to sign this Agreement and has the full 
power and authority to bind the Customer. 


6.2 The Distributor represents and warrants to the Customer as follows, and 
acknowledges that the Customer is relying on such representations and 
warranties without independent inquiry in entering into this Agreement: 


(a) the Distributor is duly incorporated under the laws of Ontario; 
(b) the Distributor has all necessary power, authority and capacity to enter 


into this Agreement and to perform its obligations under this Agreement; 
(c) this Agreement constitutes a legal and binding obligation on the 


Distributor, enforceable against the Distributor in accordance with its 
terms; and 


(d) any individual signing this Agreement on behalf of the Distributor has been 
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duly authorized by the Distributor to sign this Agreement and has the full 
power and authority to bind the Distributor. 


7. Disconnection Device at the Point of Connection 


7.1 The Customer shall furnish and install a disconnection switch at the point of 
connection for the Facility that opens, with a visual break, all ungrounded poles 
of the connection circuit.  The disconnection switch at the point of connection 
shall be rated for the voltage and fault current requirements of the Facility, and 
shall meet all applicable CSA standards, ESA requirements, and all other 
applicable laws.  The switch enclosure, if applicable, shall be properly grounded. 
 The disconnection switch at the point of connection shall be accessible at all 
times, located for ease of access to the Distributor’s personnel, and shall be 
capable of being locked in the open position.  The Customer shall follow the 
Distributor’s procedures for switching, clearance, tagging, and locking. 


8. Modifications to the Facility


8.1 The Customer shall not modify its connection assets or the Facility except in 
accordance with this section.  Where the modification will not increase the 
maximum electrical output of the Facility, the Customer shall give the Distributor 
no less than 15 working days notice prior to the date on which the modification 
will be completed.  Where the modification will increase the maximum electrical 
output of the Facility, the Customer shall submit a new application for connection 
to the Distributor.  The Distributor shall process that application for connection in 
accordance with the Code.  The Customer shall not commence such modification 
until that process has been completed.


9. Insurance


9.1 Throughout the term of this Agreement, the Customer shall carry commercial 
general liability insurance for third party bodily injury, personal injury, and 
property damage in an amount as follows:


[Parties to check the applicable box below] 


  if the Facility is a Small Embedded Generation Facility (see section 2.1) 


not less than $1,000,000 per occurrence and in the annual aggregate


  if the Facility is a Mid-sized Embedded Generation Facility (see section 
2.1)


not less than $2,000,000 per occurrence and in the annual aggregate


Prior to execution of this Agreement, the Customer shall provide the Distributor 
with a valid certificate of insurance.  The Customer shall provide the Distributor 
with prompt notice of any cancellation of the Customer's insurance by the insurer. 


10. Liability and Force Majeure
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10.1 The liability provisions of section 2.2 of the Code apply to this Agreement and are 
hereby incorporated by reference into, and form part of, this Agreement.


10.2 A Party shall have a duty to mitigate any losses relating to any claim for 
indemnification from the other Party that may be made in relation to that other 
Party.  Nothing in this section shall require the mitigating Party to mitigate or 
alleviate the effects of any strike, lockout, restrictive work practice or other labour 
dispute.


10.3 A Party shall give prompt notice to the other Party of any claim with respect to 
which indemnification is being or may be sought under this Agreement. 


10.4 The force majeure provisions of section 2.3 of the Code apply to this Agreement 
and are hereby incorporated by reference into, and form part of, this Agreement. 


11. Facility Commissioning and Testing


11.1 The Customer shall give the Distributor at least fifteen days advance written 
notice of the date(s) and time(s) on which the Facility will be commissioned and 
tested prior to connection.  The Customer shall give the Distributor the same 
notice in relation to the commissioning and testing of any material modification to 
the Customer’s connection assets or Facility that occurs after connection. 


11.2 The Distributor shall have the right to witness the commissioning and testing 
activities referred to in section 11.1.


12. Notice 


12.1 Any notice, demand, consent, request or other communication required or 
permitted to be given or made under or in relation to this Agreement shall be 
given or made: by courier or other personal form of delivery; by registered mail; 
by facsimile; or by electronic mail.  Notices shall be addressed to the applicable 
representative of the Party identified in Schedule F. 


12.2 A notice, demand, consent, request or other communication referred to in 
section12.1 shall be deemed to have been made as follows: 


(a) where given or made by courier or other form of personal delivery, on the 
date of receipt; 


(b) where given or made by registered mail, on the sixth day following the 
date of mailing;


(c) where given or made by facsimile, on the day and at the time of 
transmission as indicated on the sender's facsimile transmission report; 
and


(d) where given or made by electronic mail, on the day and at the time when 
the notice, demand, consent, request or other communication is recorded 
by the sender’s electronic communications system as having been 
received at the electronic mail destination. 


13. Access to Facility
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13.1 Each Party shall ensure that its facilities are secured at all times.


13.2 The Customer shall permit and, if the land on which the Facility is located is not 
owned by Customer, cause such landowner to permit, the Distributor's 
employees and agents to enter the property on which the Facility is located at 
any reasonable time.  Such access shall be provided for the purposes of 
inspecting and/or testing the Facility as and when permitted by this Agreement, 
the Code or the Distributor’s Conditions of Service or as required to ensure the 
continued safe and satisfactory operation of the Facility, to ensure the accuracy 
of the Distributor's meters, to establish work protection, or to perform work.


13.3 Any inspecting and/or testing referred to in section 13.2 shall not relieve the 
Customer from its obligation to operate and maintain the Facility and any related 
equipment owned by the Customer in a safe and satisfactory operating condition 
and in accordance with this Agreement.


13.4 The Distributor shall have the right to witness any testing done by the Customer 
of the Facility and, to that end, the Customer shall provide the Distributor with at 
least fifteen working days advance notice of the testing.


13.5 Notwithstanding section 10.1, where the Distributor causes damage to the 
Customer's property as part of this access, the Distributor shall pay to the 
Customer the Customer's reasonable costs of repairing such property or, if such 
property cannot be repaired, replacing such property.


13.6 Notwithstanding section 10.1, if the Customer has been given access to the 
Distributor’s property, and if the Customer causes damage to the Distributor’s 
property as part of that access, the Customer shall pay to the Distributor the 
Distributor’s reasonable costs of repairing such property or, if such property 
cannot be repaired, replacing such property. 


14. Disconnection of Facility to Permit Maintenance and Repairs


14.1 If the Customer requests it, the Distributor will provide the Customer with 
reasonable notice of any planned equipment outages in the Distributor’s 
distribution system that occur on or after the date of the Customer's request 
which will impact the Facility or its connection. 


14.2 The Distributor will make reasonable efforts to ensure that the outages referred 
to in section 14.1 will be of minimal duration and cause minimal inconvenience to 
the Customer. 


14.3 In connection with any planned equipment outage, either Party may disconnect 
or isolate, or require the disconnection or isolation of, its Facility or system (as 
applicable) from the other Party’s Facility or system (as applicable) so that the 
employees, contractors or agents of the Party may construct, maintain, repair, 
replace, remove, investigate or inspect its own Facility or system (as applicable) 
in accordance with the terms of this Agreement and good utility practice. 


14.4 Where practical, the Customer shall notify the Distributor prior to temporarily 
isolating or disconnecting the Facility from the Distributor’s distribution system. 
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15. Disconnection of Facility for Other Reasons


15.1 The Customer shall discontinue operation of the Facility and the Distributor may 
isolate or disconnect the Facility from the Distributor's distribution system, upon 
any of the following: 


(a) termination of this Agreement in accordance with section 19; 
(b) if the Customer’s connection assets or the Facility are modified by the 


Customer in a manner contrary to section 8.1;
(c) during an emergency or where necessary to prevent or minimize the 


effects of an emergency;
(d) in accordance with section 31, 31.1 or 40(5) of the Electricity Act, 1998,


other applicable law, the Code, the Distributor’s Licence or the 
Distributor’s Conditions of Service; or 


(e) where required to comply with a decision or order of an arbitrator or court 
made or given under Schedule G. 


15.2 In the event of disconnection under section 15.1(b), the Facility shall remain 
isolated or disconnected from the Distributor's distribution system until the 
connection process referred to in section 8.1 has been completed.


15.3 In the event of disconnection under section 15.1(c), the Distributor shall 
reconnect, or permit the reconnection of, the Facility to the Distributor's 
distribution system when it is reasonably satisfied that the emergency has 
ceased and that all other requirements of this Agreement are met. 


15.4 In the event of disconnection under section 15.1(d) or 15.1(e), the Distributor 
shall reconnect, or permit the reconnection of, the Facility to the Distributor’s 
distribution system when the Distributor is reasonably satisfied that the reason for 
the disconnection no longer exists, the Customer agrees to pay all Board-
approved reconnection costs charged by the Distributor, and the Distributor is 
reasonably satisfied of the following, where applicable: 


(a) the Customer has taken all necessary steps to prevent the circumstances 
that caused the disconnection from recurring and has delivered binding 
undertakings to the Distributor that such circumstances shall not recur; 
and


(b) any decision or order of a court or arbitrator made or given under 
Schedule G that requires a Party to take action to ensure that such 
circumstances shall not recur has been implemented and/or assurances 
have been given to the satisfaction of the affected Party that such decision 
or order will be implemented. 


15.5 Where the Facility has been isolated or disconnected, each Party shall be 
entitled to decommission and remove its assets associated with the connection. 
Each Party shall, for that purpose, ensure that the other Party has all necessary 
access to its site at all reasonable times. 


15.6 The Customer shall continue to pay for distribution services provided up to the 
time of isolation or disconnection of its Facility. 
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15.7 The Customer shall pay all reasonable costs including, but not limited to, the 
costs of removing any of the Distributor’s equipment from the Customer’s site, 
that are directly attributable to the isolation or disconnection of the Facility and, 
where applicable, the subsequent decommissioning of the Facility.  The 
Distributor shall not require the removal of the protection and control wiring on 
the Customer’s site. 


15.8. While the Facility is isolated or disconnected, the Distributor shall not be required 
to convey electricity to or from the Facility.


16. Dispute Resolution


16.1 Any dispute between the Customer and the Distributor arising under or in relation 
to this Agreement will be resolved in accordance with Schedule G.  The Parties 
shall comply with the procedure set out in Schedule G before taking any civil or 
other proceeding in relation to the dispute, provided that nothing shall prevent a 
Party from seeking urgent or interlocutory relief from a court of competent 
jurisdiction in the Province of Ontario in relation to any dispute arising under or in 
relation to this Agreement.


17. Amendments


17.1. The Parties may not amend this Agreement without leave of the Board except 
where and to the extent permitted by this Agreement. 


17.2. The Parties may by mutual agreement amend this Agreement to reflect changes 
that may from time to time be made to the Code during the term of this 
Agreement.


17.3. The Parties may by mutual agreement amend any portion of a schedule that was 
originally to be completed by the Parties.


17.4 No amendment made under section 17.2 or 17.3 shall be contrary to or 
inconsistent with the Code or the remainder of this Agreement. 


17.5 The Parties shall amend this Agreement in such manner as may be required by 
the Board. 


17.6 Any amendment to this Agreement shall be made in writing and duly executed by 
both Parties. 


18. Waiver


18.1 A waiver of any default, breach or non-compliance under this Agreement is not 
effective unless in writing and signed by the Party to be bound by the waiver. The 
waiver by a Party of any default, breach or non-compliance under this Agreement 
shall not operate as a waiver of that Party’s rights under this Agreement in 
respect of any continuing or subsequent default, breach or non-compliance, 
whether of the same or any other nature.
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19. Term of Agreement and Termination


19.1 This Agreement shall become effective upon execution by the Parties, and shall 
continue in effect until terminated in accordance with section 19.2 or 19.3.


19.2 The Customer may, if it is not then in default under this Agreement, terminate this 
Agreement at any time by giving the Distributor thirty days prior written notice 
setting out the termination date. 


19.3 Except as set out in Schedule H, the Distributor may terminate this Agreement 
upon any material breach of this Agreement by the Customer (a "Default"), if the 
Customer fails to remedy the Default within the applicable cure period referred to 
in section 19.4 after receipt of written notice of the Default from the Distributor.


19.4 The Customer shall cure a Default within the applicable cure period specified in 
the Code or the Distributor’s Conditions of Service.  If no such cure period is 
specified in relation to a given Default, the cure period shall be sixty working 
days.


19.5 Termination of this Agreement for any reason shall not affect:


(a) the liabilities of either Party that were incurred or arose under this 
Agreement prior to the time of termination; or 


(b) the provisions that expressly apply in relation to disconnection of the 
Customer’s facilities following termination of this Agreement. 


19.6 Termination of this Agreement for any reason shall be without prejudice to the 
right of the terminating Party to pursue all legal and equitable remedies that may 
be available to it including, but not limited to, injunctive relief. 


19.7 The rights and remedies set out in this Agreement are not intended to be 
exclusive but rather are cumulative and are in addition to any other right or 
remedy otherwise available to a Party at law or in equity.  Nothing in this section 
19.7 shall be interpreted as affecting the limitations of liability arising from section 
10.1 or the obligation of a Party to comply with section 16 while this Agreement is 
in force. 


19.8 Sections 19.5 to 19.7 shall survive termination of this Agreement. 


20. Exchange and Confidentiality of Information


20.1  Confidential information in respect of a Party means (i) information disclosed by 
that Party to the other Party under this Agreement that is in its nature 
confidential, proprietary or commercially sensitive and (ii) information derived 
from the information referred to in (i), but excludes the following: 


(a) information that is in the public domain; or 
(b) information that is, at the time of the disclosure, in the possession of the 


receiving Party, provided that it was lawfully obtained from a person under 
no obligation of confidence in relation to the information. 
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20.2 Subject to section 20.3, each Party shall treat all confidential information 
disclosed to it by the other Party as confidential and shall not, without the written 
consent of that other Party: 


(a) disclose that confidential information to any other person; or  
(b) use that confidential information for any purpose other than the purpose 


for which it was disclosed or another applicable purpose contemplated in 
this Agreement.


Where a Party, with the written consent of the other Party, discloses confidential 
information of that other Party to another person, the Party shall take such steps 
as may be required to ensure that the other person complies with the 
confidentiality provisions of this Agreement. 


20.3 Nothing in section 20.2 shall prevent the disclosure of confidential information: 


(a) where required or permitted under this Agreement, the Code, the Market 
Rules or the Distributor’s Licence;


(b) where required by law or regulatory requirements;
(c) where required by order of a government, government agency, regulatory 


body or regulatory agency having jurisdiction; 
(d) if required in connection with legal proceedings, arbitration or any expert 


determination relating to the subject matter of this Agreement, or for the 
purpose of advising a Party in relation thereto;


(e) as may be required to enable the Distributor to fulfill its obligations to any 
reliability organization; or 


(f) as may be required during an emergency or to prevent or minimize the 
effects of an emergency. 


20.4 Notwithstanding section 10.1, a Party that breaches section 20.2 shall be liable to 
the other Party for any and all losses of the other Party arising out of such 
breach.


20.5 The Parties agree that the exchange of information, including, but not limited to, 
confidential information, under this Agreement is necessary for maintaining the 
reliable operation of the Distributor’s distribution system.  The Parties further 
agree that all information, including, but not limited to, confidential information, 
exchanged between them shall be prepared, given and used in good faith and 
shall be provided in a timely and cooperative manner. 


20.6 Each Party shall provide the other with such information as the other may 
reasonably require to enable it to perform its obligations under this Agreement. 


20.7 Each Party shall, as soon as practicable, notify the other Party upon becoming 
aware of a material change or error in any information previously disclosed to the 
other Party under this Agreement and, in the case of the Customer, in any 
information contained in its Application.  The Party shall provide updated or 
corrected information as required to ensure that information provided to the other 
Party is up to date and correct. 


21. Assignment, Successors and Assigns
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21.1 Except as set out in Schedule H, the Customer shall not assign its rights or 
obligations under this Agreement in whole or in part without the prior written 
consent of the Distributor, which consent shall not be unreasonably withheld or 
unduly delayed.  The Distributor may withhold its consent to any proposed 
assignment until the proposed assignee assumes, in writing, all of the 
Customer's obligations contained in this Agreement.


21.2 The Distributor shall have the right to assign this Agreement in whole upon 
written notification to the Customer.


21.3 This Agreement shall be binding upon and enure to the benefit of the Parties and 
their respective successors and permitted assigns. 


22. Governing Law 


22.1. This Agreement shall be governed by the laws of the Province of Ontario and the 
federal laws of Canada applicable therein. 


23. Entire Agreement


23.1 Except as expressly provided herein, this Agreement constitutes the entire 
agreement between the Parties with respect to the subject-matter hereof and 
supersedes all prior oral or written representations and agreements of any kind 
whatsoever with respect to the subject-matter hereof.


IN WITNESS WHEREOF, the Parties hereto, intending to be legally bound, have 
caused this Agreement to be executed by their duly authorized representatives. 


__________________________________  ___________________  
Customer Signature      Date 


_________________________________
Name (Print) 


_________________________________
Title


__________________________________  _____________________ 
Distributor Signature     Date 


_________________________________
Name (Print) 


_________________________________
Title







   20 


SCHEDULE A


Application and Connection Cost Agreement (recitals) 


See the attached Application and connection cost agreement. 


[To be attached by the Parties] 
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SCHEDULE B


Single Line Diagram, Connection Point and Location of Facilities


(section 2.3)


B.1 Single Line Diagram and Connection Point


[To be inserted by the Parties]


B.2 List of Facilities on the Property of the Other Party 


B.2.1 The following facilities of the Customer are located on the property of the 
Distributor:


[To be completed by the Parties]


B.2.2 The following facilities of the Distributor are located in the property of the 
Customer:


[To be completed by the Parties]


B.3 Metering Installation Diagram


[To be inserted by the Parties]
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SCHEDULE C


List of Other Contracts (section 3.4) 


The following other contracts have been or will be entered into by the Parties: 


[To be completed by the Parties]
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SCHEDULE D


Technical and Operating Requirements (section 4.1(d)) 


The following technical and operating requirements apply to the Facility: 


[To be completed by the Parties]
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 SCHEDULE E


Billing and Settlement Procedures (section 5.3)


The following provisions apply in relation to billing and settlement in relation to the 
Facility:


[To be completed by the Parties] 







   25 


SCHEDULE F


Contacts for Notice (section 12.1) 


[To be completed by the Parties – different contacts may be listed for different 
purposes]
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SCHEDULE G


Dispute Resolution (section 16.1) 


G.1 The Party claiming a dispute will provide written notice to the other Party.  The 
Parties will make reasonable efforts through or by their respective senior 
executives to resolve any dispute within sixty days of receipt of such notice.


G.2 If a dispute is settled by the senior executives of the Parties, the Parties shall 
prepare and execute minutes setting forth the terms of the settlement.  Such 
terms shall bind the Parties.  The subject-matter of the dispute shall not 
thereafter be the subject of any civil or other proceeding, other than in relation to 
the enforcement of the terms of the settlement.  If a Party fails to comply with the 
terms of settlement, the other Party may submit the matter to arbitration under 
section G.3.  A copy of the minutes referred to in this section from which all 
confidential information has been expunged shall be made available to the public 
by the Distributor upon request. 


G.3 If the senior executives of the Parties cannot resolve the dispute within the time 
period set out in section G.1 or such longer or shorter period as the Parties may 
agree, either Party may submit the dispute to binding arbitration under sections 
G.4 to G.8 by notice to the other Party. 


G.4 The Parties shall use good faith efforts to appoint a single arbitrator for purposes 
of the arbitration of the dispute.  If the Parties fail to agree upon a single arbitrator 
within ten working days of the date of the notice referred to in section G.3, each 
Party shall within five working days thereafter choose one arbitrator.  The two 
arbitrators so chosen shall within fifteen working days select a third arbitrator.


G.5 Where a Party has failed to choose an arbitrator under section G.4 within the 
time allowed, the other Party may apply to a court to appoint a single arbitrator to 
resolve the dispute. 


G.6 A person may be appointed as an arbitrator if that person:


(a) is independent of the Parties;  
(b) has no current or past substantial business or financial relationship with 


either Party, except for prior arbitration; and 
(c) is qualified by education or experience to resolve the dispute. 


G.7 The arbitrator(s) shall provide each of the Parties with an opportunity to be heard 
orally and/or in writing, as may be appropriate to the nature of the dispute.


G.8 The Arbitration Act, 1991 (Ontario) shall apply to an arbitration conducted under 
this Schedule G.


G.9 The decision of the arbitrator(s) shall be final and binding on the Parties and may 
be enforced in accordance with the provisions of the Arbitration Act, 1991
(Ontario). The Party against which the decision is enforced shall bear all costs 
and expenses reasonably incurred by the other Party in enforcing the decision. 
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G.10 A copy of the decision of the arbitrator(s) from which any confidential information 
has been expunged shall be made available to the public by the Distributor 
upon request. 


G.11 Subject to section G.12, each Party shall be responsible for its own costs and 
expenses incurred in the arbitration of a dispute and for the costs and expenses 
of the arbitrator(s) if appointed to resolve the dispute. 


G.12 The arbitrator(s) may, if the arbitrator(s) consider it just and reasonable to do so, 
make an award of costs against or in favour of a Party to the dispute.  Such an 
award of costs may relate to either or both the costs and expenses of the 
arbitrator(s) and the costs and expenses of the Parties to the dispute. 


G.13 If a dispute is settled by the Parties during the course of an arbitration, the 
Parties shall prepare and execute minutes setting forth the terms of the 
settlement.  Such terms shall bind the Parties, and either Party may request 
that the arbitrator(s) record the settlement in the form of an award under section 
36 of the Arbitration Act, 1991 (Ontario).  The subject-matter of the dispute shall 
not thereafter be the subject of any civil or other proceeding, other than in 
relation to the enforcement of the terms of the settlement. 


G.14 If a Party fails to comply with the terms of settlement referred to in section G.13, 
the other Party may submit the matter to arbitration under section G.3 if the 
settlement has not been recorded in the form of an award under section 36 of 
the Arbitration Act, 1991 (Ontario).


G.15. A copy of the minutes referred to in section G.13 from which all confidential 
information has been expunged shall be made available to the public by the 
Distributor upon request. 


G.16 The Parties may not, by means of the settlement of a dispute under section G.2 
or section G.13, agree to terms or conditions that are inconsistent with or 
contrary to the Code or this Agreement.
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SCHEDULE H


Provisions Applicable if Facility Financed by a Lender (sections 19.3, 20.3 and 


21.1)


H.1 For the purposes of this Schedule, "lender" means a bank or other entity whose 
principal business in that of a financial institution and that is financing or 
refinancing the Facility. 


H.2 Where notice of a Default has been served on the Customer under section 19.3, 
an agent or trustee for and on behalf of a lender ("Security Trustee") or a receiver 
appointed by the Security Trustee ("Receiver") shall upon notice to the Distributor 
be entitled (but not obligated) to exercise all of the rights and obligations of the 
Customer under this Agreement and shall be entitled to remedy the Default 
specified in the notice within the applicable cure period referred to in section 
19.4.  The Distributor shall accept performance of the Customer's obligations 
under this Agreement by the Security Trustee or Receiver in lieu of the 
Customer's performance of such obligations, and will not exercise any right to 
terminate this Agreement under section 19.3 due to a Default if the Security 
Trustee, its nominee or transferee, or the Receiver acknowledges its intention to 
be bound by the terms of this Agreement and such acknowledgment is received 
within 30 days of the date of receipt by the Customer of the notice of Default. 


H.3 The Customer may, without the prior written consent of the Distributor, assign by 
way of security only all or any part of its rights or obligations under this 
Agreement to a lender.  The Customer shall promptly notify the Distributor upon 
making any such assignment. 


H.4 The Customer may disclose confidential information of the Distributor to a lender 
or a prospective lender. 
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Embedded Generation Connection Application Form

This application form provides information required for an initial assessment of the Applicant’s Embedded Generation project.  

Date:                

          (yyyy/mm/dd)

1. Applicant Contact Information



Applicant Name:                 





(who will be contractually obligated for this generating facility – must be same legal name as OPA Application)

Address:
 
     



Telephone:        
     


   
Cell:       

E-mail:                
      



Fax:       

GST Registrant?  FORMCHECKBOX 
 Yes
 FORMCHECKBOX 
 No


If yes, provide GST Registration No.
      -       RT      

2. Service Address of Connection Point & Account No. (Host Facility)

Address:
      

Account Holder Name: 
     


Account No.:
      

(this is the account no. of any host facility)

Commercial Account?  FORMCHECKBOX 

Residential Account?  FORMCHECKBOX 
 

Property Owner – Name:      

Property Owner Contact Information (if not account holder):


Address:
      



Telephone:              


   Cell:       

E-mail:                      


3. Engineering Consultant/Electrician/Developer 



Company: 
     


Person:  

     

Address:                        

Telephone:                    
Cell:  

E-mail:                            

Fax:  

4. Project Type:


 FORMCHECKBOX 
 PV/Rooftop

 FORMCHECKBOX 
 Wind Turbine
 FORMCHECKBOX 
 Hydraulic Turbine
 FORMCHECKBOX 
 Biomass


 FORMCHECKBOX 
 PV/Ground Mount
 FORMCHECKBOX 
 Bio- Diesel

 FORMCHECKBOX 
 Steam Turbine
 FORMCHECKBOX 
 Bio-gas


 FORMCHECKBOX 
 Co-generation / CHP (Combined Heat and Power)       FORMCHECKBOX 
 Other, please specify:       

5. Project Description:      

Dates:
Proposed Start of Construction:

      (yyyy/mm/dd)

Proposed In-Service:


      (yyyy/mm/dd)


Size:
Output voltage:



      V





Number of Phases:  one      FORMCHECKBOX 

three      FORMCHECKBOX 



Number of Units:


     




Rating of Each Unit:


      kW





Total Capacity of any 





Existing Units



      kW





Proposed Total Capacity:
   
      kW





Proposed Total Capacity, Future:  
      kW




Generator Type:  FORMCHECKBOX 
 Synchronous
 FORMCHECKBOX 
 Induction
 FORMCHECKBOX 
 Inverter



 FORMCHECKBOX 
 Other, please specify:       


                                  Manufacturer:                                    Model Number:       



If Solar, Inverter Nameplate Capacity
     



If Solar, Panel Nameplate Capacity
     



Inverter:  FORMCHECKBOX 
 Self commutated
 FORMCHECKBOX 
 Line Commutated



Mode of Operation:






Load Displacement? 
 FORMCHECKBOX 
 Yes
 FORMCHECKBOX 
 No





If Yes, existing load 
 FORMCHECKBOX 

      kW,        new load  FORMCHECKBOX 

        kW





Power Export? 

 FORMCHECKBOX 
 Yes
 FORMCHECKBOX 
 No
      kW





Peak Period Only? 

 FORMCHECKBOX 
 Yes   FORMCHECKBOX 
 No             kW





Incremental Generation?  
 FORMCHECKBOX 
 Yes   FORMCHECKBOX 
 No             kW Additional



Intent of Generation:





Participation in OPA microFit/FIT programs?   FORMCHECKBOX 
 Yes
 FORMCHECKBOX 
 No, Detail:       



Provide OPA Reference Number:       



Other:       

6. Single Line Diagram (SLD)


Provide a preliminary Single Line Diagram (SLD) of generation facility showing the interface point to the distribution system.  The SLD should include the required disconnecting device and show various equipment and ratings such as generators, transformers, cables, protective relays / devices, metering, synchronizing etc.  


Note: If the project includes upgrades to existing EG facilities, show the existing and new electrical equipment. 


SLD Drawing Number:        


 Rev.:       

7. Metering Connection Type

 FORMCHECKBOX 
 Directly Connected Parallel


 FORMCHECKBOX 
 Indirectly Connected Parallel


 FORMCHECKBOX 
 Indirectly Connected Series (not currently supported)

8. Other Relevant Information:  

(this information is to be provided prior to connection)



Windsor Building Permit/Waiver Provided? 

 FORMCHECKBOX 
 Yes
 FORMCHECKBOX 
 No
No.        

OPA Conditional Offer Copy Provided?


 FORMCHECKBOX 
 Yes
 FORMCHECKBOX 
 No
No.        


3rd Party Liability Insurance Documentation Provided?
 FORMCHECKBOX 
 Yes
 FORMCHECKBOX 
 No
No.        


(Proponent)


3rd Party Liability Insurance Documentation Provided?
 FORMCHECKBOX 
 Yes
 FORMCHECKBOX 
 No
No.        



(Host Facility, where applicable)

9. Applicant Signature:   ________________
Date:       










(yyyy/mm/dd)





_________________






(Name – please print)

EnWin Utilities will schedule a service spot once the completed application has been submitted.  The service spot must be completed before any work is performed on the electrical service.

Embedded FIT Generation Connection Application

Release of Information

The Applicant understands that EnWin Utilities may release the information provided with this Application to the Host Facility owner, the City of Windsor, the Ontario Power Authority (OPA), the Electrical Safety Authority (ESA), the Ontario Energy Board (OEB), the Independent Electricity System Operator (IESO) and any other governmental agency or department which may have need of or an interest in the information provided.  The Applicant hereby agrees to the release of such information.

Signature of Applicant: 
_____________________


Name of Applicant:

_____________________






    (name – please print)


Date:



_______/______/_______






          (yyyy/mm/dd)
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